Licence conditions for petroleum installations
Petroleum (consolidation) act (Northern Ireland) 1929
1. Spirit to be kept only as specified. Petroleum Spirit shall not be kept otherwise than as specified in the Licence.

2. Construction and maintenance of tanks etc. All tanks, tank chambers, pipes and fittings shall be to the satisfaction of the Council and shall be maintained in good and sound order and free from leakage.

3. Ventilation. The ventilation of each tank shall be effected by means of a separate pipe of approved size carried up to an approved position. The upper opening of such pipe shall be fitted with fine wire gauze, which shall at all times be ventilated sufficiently to the satisfaction of the Council.

4. (a) Capacity of tanks to be tested. Immediately before delivery of Petroleum Spirit into a storage tank is begun the Licensee or his representative shall ensure that the tank is tested with a dip stick or other suitable device to ensure that the quantity of Petroleum Spirit proposed to be delivered can be safely received by that tank.

(b) Driver controlled deliveries. Where a station operates Driver Controlled Deliveries reference shall be made to the “Additional Statutory Conditions for Driver Controlled Deliveries of Petroleum Spirit”: LICENSEE’S REQUIREMENTS and OPERATORS AND DRIVERS REQUIREMENTS.

5. Daily Dip Records etc. The Licensee shall in respect of each Petroleum Spirit storage tank which has been installed on the premises for ten years or more:-
(a) Take a dip reading of the tank and a meter reading of each pump 

connected to the tank at least once during each week-day and ensure that no petroleum spirit  is placed in or removed from the tank in the period between the taking of the dip reading and the taking of the meter reading.

(b) Keep records in an approved form of all such dip and meter readings and all deliveries to the tank.

(c) Produce such records for the last preceding three months at all reasonable times and on the request of an authorised officer of the Council.

6. Testing of Tanks and Pipelines. The Licensee shall carry out at his own expense any tests which the Council may consider necessary to locate the fault if the council has reasonable cause to suspect that a tank or pipeline is 
faulty.
7.
Cavities Beneath Pumps. No cavity which might form a collecting place for Petroleum Spirit or Petroleum Spirit Vapour shall be left beneath any pump.

8. Covers of Pipes To Be Kept Closed. The covers of the filling and dipping pipes shall at all times be kept securely closed, except for such time as is necessary for the introduction of Petroleum Spirit, or for dipping the tank to ascertain the quantity of Petroleum Spirit contained therein.

9. Filling of Tanks etc. The Petroleum Spirit shall be delivered into the storage tanks under seal, and for the purpose of charging the tanks of motor vehicles the Petroleum Spirit shall be pumped by means of approved apparatus fixed in approved position(s) in the open air or in other safe positions to the satisfaction of the Council, through sound hose fitted with secure tap(s) and nozzle(s) into the tanks of the motor vehicles.

10. Precautions. Due precautions shall at all times be taken for the prevention of accident from fire or otherwise and every precaution shall be taken for preventing any outflow or leakage of Petroleum Spirit or the escape of inflammable vapour.
11. Removal of spirit from tanks of motor vehicles etc. If it is necessary to draw off Petroleum Spirit from the tank of a motor vehicle or the hose of the installation, the Spirit shall be drawn off only in a strong metal vessel labelled “Petroleum Spirit – Highly Inflammable”, such vessel to be at once securely closed with a screw cap and emptied as soon as possible either into the storage tank or the tank of another motor vehicle; a pail shall not be used for the purpose; and the Spirit shall be handled only in the open air or other approved position, and not within 4.25m of any fire or flame or article or substance liable to ignite.
12. Quantity permitted not to be exceeded. The total quantity of Petroleum Spirits kept in the premises (other than in tanks of motor vehicles) shall not at any time exceed that in respect of which this Licence is granted.
13. Materials for tyre repairing. Subject to the approval of an authorised officer of the Council, a quantity not exceeding 150mls of Petroleum Spirit and 450g of India Rubber Solution may be kept in approved metal vessels for use in tyre repairing.
14. Filling of cans, etc. Use of Petroleum Spirit for industrial purposes. No part of the premises shall be used for filling Petroleum Spirit into cans, barrels, drums, or other receptacles (except into the tanks of motor vehicles or into spare cans carried therewith and for use thereon) unless permission has been granted by the Council in writing. Where the Petroleum Spirit is used for industrial purposes by the Licensee, the Licensee shall in addition to complying with the conditions of this Licence, comply with any further conditions which the Council may deem necessary for the safety of persons employed on the premises, notice of which shall be given by the Council in writing.
15. Conditions of storage place to be maintained. The arrangements approved by the Council under the Petroleum (consolidation) Act (NI) 1929 shall in all respects be kept and maintained unless the consent of the Council has been given in writing to any departure there from.
16. Fire, flame, etc. Fire or flame or such artificial light apparatus or other agency as will be liable to ignite inflammable vapour shall not, unless there is a separating wall or screen of such construction, strength and height as to prevent the transmission of fire, be within 4.25m of any tank, pump, pipe, fitting or receptacle containing or liable to contain Petroleum Spirit or Petroleum Spirit Vapour or be within 4.25m of a motor vehicle containing Petroleum Spirit in its tank; or be within 4.25m of the place where the tank of a motor vehicle is charged with or emptied of Petroleum Spirit. Petroleum Spirit shall not be placed in or removed from the tank of a motor vehicle whilst its engine is running.
17. Smoking. No person shall smoke within 4.25m of any tank, pump, pipe, fitting or receptacle containing or liable to contain Petroleum Spirit Vapour.
18. Acts liable to cause fire etc. No person shall in any place or building in which Petroleum Spirit is kept or handled commit any act liable to cause fire or explosion.
19. Explosives etc. Explosives, matches, or other inflammable or explosive substances shall not be in or near any place where Petroleum Spirit is kept or used for charging motor vehicles.
20. Discontinuing to use storage tank. The Licensee shall at least 10 days before discontinuing to use any underground tank or similar receptacle on the premises to which the licence relates for the storage of Petroleum Spirit, give to the Council notice of his intention so to do, and shall immediately upon discontinuing so to use it, take such steps as may be necessary to render it immune from danger of fire and explosion, including any necessary steps which the council may require him to take for that purpose; provided that this condition shall not apply where the use of the receptacle is discontinued temporarily for the purpose of cleaning or repair.
21. Drains and sewers. Petroleum Spirit shall not be allowed to enter any inlet or drain communicating with a public sewer.
22. Notices. There shall at all times be prominently exhibited in clear block letters of at least 50mm in height and of proportionate breadth in positions approved by an authorised Officer of the Council the words “Petroleum Spirit – Highly Flammable – No smoking – Switch Off Engine”, and adjacent to the emergency electrical switch a notice stating “Petrol Pumps – Switch Off Here”.
23. Hand operated pumps. These pumps together with their associated fittings shall be of a type approved by the Council.
24. Electrically operated pumps. These pumps together with their associated electrical fittings and wiring shall be of a type approved by the Council. An emergency switch to operate the pumps shall be maintained in proper working order and access to it shall be unobstructed. No stop catch shall be provided on the nozzle attached to any self service delivery hose of an electrically operated spirit pump which would enable the valve to be kept open and so eliminate manual control.
25. Electrical installation. The installation shall at all times be properly maintained in compliance with the current edition of the IEE Wiring Regulations and with each application for renewal of Licence there shall be submitted by the Licensee to the Council a certificate provided from an Electrical Contractor/Engineer approved by the council stating that the installation has been inspected.

26. Fire fighting. An adequate supply of sand, together with articles for its easy application, and fire extinguishers of an approved type (i.e. Foam or Dry Powder) and size shall be maintained in easily accessible positions in the immediate vicinity of every place where spirit is kept or handled. The fire extinguishers shall be maintained in good working order and with each application for renewal of Licence there shall be submitted by the Licensee to the Council a certificate from the suppliers of the equipment or other competent person to the effect that each fire extinguisher at the licensed premises is in efficient working order and is mechanically sound, giving the date of the last charging. Each extinguisher shall be tested by discharge at least once in three years.
27. Unauthorised persons. The Licensee shall take effectual precautions to prevent unauthorised persons under the age of 16 years from obtaining access to the place of storage or to any Petroleum Spirit upon the premises.
28. Observance of conditions. The Licensee and all persons employed on the premises shall act in accordance with and observe the conditions of this Licence.
29. Notification of accidents, suspected leaks etc. The Licensee or his representative shall forthwith send or cause to be sent to the Head of the Building Control Service of Belfast City Council notice of any accident, fire or explosion involving Petroleum Spirit and of any leak or suspected leak from a storage tank containing Petroleum Spirit on the licensed premises and shall, without delay, take all practicable steps necessary to remedy any leak or any condition likely to cause accident, fire, explosion or leak and to investigate any suspected leak and shall thereafter carry out at his own expense such works of demolition, alteration or construction as may be required by the Council.
30. Council’s officers to have free access. Every authorised Officer of the Council shall at all times be allowed free and unrestricted access to the premises for the purpose if ascertaining if the Conditions of this Licence are properly observed, and the Licensee shall, by himself or his representatives, give assistance for that purpose which such Officer may require, and shall, if so required, furnish to such Officer samples of substances alleged to be petroleum spirit.
NOTE:

1) Any Licensee contravening any condition of his Licence is liable, on summary conviction, to a fine not exceeding ONE HUNDRED POUNDS for each day on which the contravention occurs or continues.

2) The occupier of licensed premises must under a penalty not exceeding TWENTY POUNDS per day, cause to be kept posted on the premises in such position as to be easily read by the persons employed on the premises, a copy of these conditions which are to be observed by them. If any person employed contravenes any condition of which notice has been so given he shall be liable to a fine not exceeding TWENTY POUNDS, as will also any person who pulls down, injures or defaces these conditions.

